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Concrete foundation
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Service Raceway -

Rigid metal conduit, |
intermediate condult :

and schedule 80
nonmetallic conduit
are equally acceptable.
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Conorete pad 900x300x200 "

(36x36x8) to be placed in
front of controlcabinet.
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GENERAL NOTES

Locate service pole and controlinstaliation
adjacent to R.0.W.line with a minimum
distance of 9 m (30) from the edge

of pavement. Exact location shallbe
established by the Engineer.
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125 (5) 1.D. fiber or
polystyrene duct
Qﬂ wiring window

The underground service entrance wiring
shallnot exceed 46 m (50", Total gerial
and undetrground service between the
controlinstallation and primary
fransformer shallnot exceed 76 m (2507).

Raceways shdall terminate 75 (3) above top
of concrete foundation.

For 480 V.systems, a 480/120 V. control
transformer willbe required.

Alldimensions are in millimeters unless
otherwise shown.
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